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DYNAMIC CLASS 1500 0.032", 0.040", or 0.050" ALUMINUM
1 1/2" MECHANICAL SEAM x 12", 16", or 20" WIDE ROOF PANEL
OVER 1/2" PLYWOOD
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1ST SUBMITTAL

\—#1 0x1"PANCAKE HEAD

FASTENER, (2) PER CLIP.
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SECTION _A—-A

CONT. BEAD OF BOSTIK 915 IN TOP CORNER
OF MALE/FEMALE PANEL SEAM.
(REQ'D IN HVHZ WITH SLOPE < 2”/12” ONLY)
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GENERAL NOTES:

1. ROOF SLOPE IS LIMITED PER THE REQUIREMENTS OF FBC
SECTION 1507.4.2 or 1515.2.

2. DESIGN OF SUBSTRATE IS BY OTHERS AND NOT A PART
OF THIS APPROVAL.

3. ALL PANEL SYSTEM PERIMETERS, PENETRATIONS, AND

12”, 16", or 20" (NOMINAL) 1/2°

DWG:
TRANSITIONS TO BE FLASHED AND SEALED PER THE —
PANEL PROFILE EEAURELEN S BF AS: 933, 815%%1820 HZ
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